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Force Main Testing


PRESSURE PIPELINES:

Pressure testing shall be conducted in accordance with ASTM F 2164, Field Leak Testing of Polyethylene 
Pressure Piping Systems Using Hydrostatic Pressure. The HDPE pipe shall be filled with water, raised to test pressure and allowed to stabilize. 
The test pressure shall be 1.5 times the operating pressure at the lowest point in the system. In accordance with section 9.8, the pipe shall pass if the final pressure is with 5% of the test pressure for 1 hour. For safety 
reasons, hydrostatic testing only will be used.
Contractor shall insure that the force main and all connections are leak free according to testing.
If necessary, contractor shall video camera the inside of the 6” force main to determine obstructions that may impede the insertion and installation of the 3” HDPE line.
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Contractor shall determine the condition of the interconnecting force main going to the Whisperwood treatment system.  Contractor shall insure the connection is viable and accessible.
