April 7, 2003

Mr. Travis Tisdale

St. Tammany Parish

Department of Engineering

21490 Koop Drive

Mandeville, La. 70471

Re:
Schaeffers Restaurant

Drainage System

Dear Mr. Tisdale,

Before construction the above referenced property had no way of retaining the runoff water from the buildings.  We have now designed a parking lot system that retains its own runoff water.

The parking area has several catch basins installed.  The parking lot has a 4” high berm around the rear and half way up the sides to the front, from there it is retained with a curb to the front of the property.  All the water that is retained drains up to the front ditch and into to the Parish Drainage System.

The amount of the required detention is 1.865 cfs.

The amount we are providing is 2.847 cfs.

This is 0.982 cfs. better than designed for.

Please call me with any question you may have.

Thank you,

Chuck Dammon

Vice President/Project Manager

