Dear Linda Burch,
I would like to get clarification from you on a motel that we have designed using the ADAAG Manual specifically the section about accessible transient Lodging, minimum number section 9.1.2 and 9.1.3.

The motel has a total of sixty-seven rooms of which three are accessible and one with a roll-in shower for a total of four accessible rooms. In addition we will have three rooms for the hearing impairments, of which these rooms will not be wheelchair accessible.

So my question that I’m asking is do I have the proper number of rooms set up for this requirement?

Thank you for all your help in this matter.

Chuck Dammon 

985-649-5832 

