During inspection of the existing electrical systems for the renovation area, it was observed that many of the electrical panels had outdated circuit breaker schedules, and in many cases, no information at all for the existing circuit branches.
Due to the amount of uncertainty regarding what the existing circuit breakers are providing power to, Dammon Engineering recommends that the existing panels and circuit breakers (that are unidentified) remain as is. We would like to provide new sub-panels for all of the new equipment within the renovation area. 
These new sub-panels will be fed from existing panels located on the catwalk. We need Textron staff to verify which panels can accept the new loads from the sub-panels.
