Ashford Place

West Monroe, LA

Wednesday August 15, 2007

Unit 19 2 bedroom handicap apartments

Met with Mr. Billy Manshack, Project Superintendent to inspect two buildings

This unit has been inspected by the fire marshal and is ready for sheetrock.

Plumbing appears to be correctly installed.  Toilet drains have been placed in the correct position for a HC unit.  Support boards are placed in the correct position and height between wall studs where the necessary handrails will be installed.  Plumbing straps are correctly positioned and all penetrations have been filled with fire calk.

All areas where a pipe, wire, or a vent passes through have been fire calked. 

Ceiling exhaust fan vents are routed so as not to require penetrating a stud or plate.  They are vented to an outside wall.

All doors are the required 36” opening.

A fire sprinkler is installed on each porch.

Firewalls are properly taped and sealed.

Flex HVAC ducts are properly supported

Phone and TV cables have been installed.

3rd floor recessed can light fixtures have been installed with a proper smoke partition.

This group of subs appears to work well together and with the Superintendent of the job.

Jack Stroupe

