AAON  Submittal is good
Johnson Controls  Submittal:
1.  Submittal includes RTU #4 @ 6.5 ton and RTU#4 @ 7.5 ton.  This increase in tonnage is due to the addition of providing climate control in C-2A Storage.  Originally this was accepted with out increasing the tonnage; however, since the IT Staging Room T-1 is going to be supplied by RTU #1 instead of RTU #2 the increase in tonnage will be needed.  RTU #2 is being changed to a High Efficiency Single Zone Inverter and will only condition the Server  Room T-2.
2. Will both Johnson Controls units operate at 240V?  (The submittal does not give operating limits for the units)  The detail page for each unit state that they are to operate at 208V.
3. The Summary page shows that RTU #1 is to include the roof curb, 1RC0471; however the detail page (#5) for RTU #1 does not include the option for Field Installed Accessories. 
4. Notify the electrician of the new required Breaker Sizes for the new units.
Air-Side Equipment Submittal:
1. EF-1 latest drawing shows 50 cfm
2. EF-2 latest drawing shows 150 cfm
3. EF-3 latest drawing shows 150 cfm
4. EF-8 latest drawing shows 500 cfm
5. CH Series Heavy Duty Metal Sheath Electric Infrared Heater, latest drawing shows 6kw at 240V. 
