Noticeable issues that came up during the initial documentation of USM Century Park South

Building  ‘A’  1st floor
Door A100Ab	Says to use a V200, should be V100, from HC100a
Door A113A	Are all of these devices to be used on a restroom?
Door A269A	Are all of these devices to be used on a restroom?
Building  ‘A’  2nd Floor
Door A243 is duplicated on the second line of text
Building  ‘B’ Lucky Day
Door LD 2017a	Should be LD217a?
 Building  ‘B’ 1st floor
Door B102b	This door has 2 W644 readers but is a single door.  Is this Read In/Out?
Door B103.A, Door B149A, Door B134A
Door B103.A 	the drawing does not show a door with an ‘A’ only B103 and this door is listed above.
Door B149A 	Are all of these devices to be used on a restroom?
Door B134A	duplicated below with a Mortise Lock.  The drawing shows 2ea B134b but only 1ea B134A
Building  ‘B’  2nd Floor
Door B213.A & Door B249.A	Are all of these devices to be used on a restroom?
Building  ‘B’  5th floor
Door B500a & Door B500b	You show 1 V100 but  2 PS SR AOS
Building ‘C’ 1st Floor
Door C108b 	This door has 2 W644 readers but is a single door.  Is this Read In/Out?
Building  ‘C’ 2nd Floor
Door C225A & C231A	You show 2 doors but only one DPS, which door gets the DPS?  Are all of these devices to be used on a restroom?
Building  ‘C’  3rd & 4th Floor
Door C218	Middle of page, Maybe should be C318?


